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(2) P;, equals the measured operating
input wattage;

(3) The lamp, and the capacitor when
the capacitor is provided, shall con-
stitute a nominal system in accordance
with the ANSI C78.43, (incorporated by
reference; see §431.323);

(4) For ballasts with a frequency of 60
Hz, Pi, and P, shall be measured after
lamps have been stabilized according
to section 4.4 of ANSI (C82.6 (incor-
porated by reference; see §431.323) using
a wattmeter with accuracy specified in
section 4.5 of ANSI C82.6; and

(6) For ballasts with a frequency
greater than 60 Hz, P, and P,, shall
have a basic accuracy of 0.5 percent at
the higher of either 3 times the output
operating frequency of the ballast or
2.4 kHz.

Basic model means all units of a given
type of covered product (or class there-
of) manufactured by one manufacturer,
having the same primary energy
source, and which have essentially
identical electrical, physical, and func-
tional (or hydraulic) characteristics
that affect energy consumption, energy
efficiency, water consumption, or
water efficiency, and are rated to oper-
ate a given lamp type and wattage.

DC control signal means a direct cur-
rent (DC) signal that is supplied to the
ballast using additional wiring for the
purpose of controlling the ballast and
putting the ballast in standby mode.

Electronic ballast means a device that
uses semiconductors as the primary
means to control lamp starting and op-
eration.

Metal halide ballast means a ballast
used to start and operate metal halide
lamps.

Metal halide lamp means a high inten-
sity discharge lamp in which the major
portion of the light is produced by radi-
ation of metal halides and their prod-
ucts of dissociation, possibly in com-
bination with metallic vapors.

Metal halide lamp fixture means a
light fixture for general lighting appli-
cation designed to be operated with a
metal halide lamp and a ballast for a
metal halide lamp.

Off mode means the condition in
which an energy-using product:

(1) Is connected to a main power
source; and
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(2) Is not providing any standby or
active mode function.

PLC control signal means a power line
carrier (PLC) signal that is supplied to
the ballast using the input ballast wir-
ing for the purpose of controlling the
ballast and putting the ballast in
standby mode.

Probe-start metal halide ballast means
a ballast that starts a probe-start
metal halide lamp that contains a
third starting electrode (probe) in the
arc tube, and does not generally con-
tain an igniter but instead starts lamps
with high ballast open circuit voltage.

Pulse-start metal halide ballast means
an electronic or electromagnetic bal-
last that starts a pulse-start metal ha-
lide lamp with high voltage pulses,
where lamps shall be started by the
ballast first providing a high voltage
pulse for ionization of the gas to
produce a glow discharge and then
power to sustain the discharge through
the glow-to-arc transition.

Standby mode means the condition in
which an energy-using product:

(1) Is connected to a main power
source; and

(2) Offers one or more of the fol-
lowing user-oriented or protective
functions:

(i) To facilitate the activation or de-
activation of other functions (includ-
ing active mode) by remote switch (in-
cluding remote control), internal sen-
sor, or timer;

(ii) Continuous functions, including
information or status displays (includ-
ing clocks) or sensor-based functions.

Wireless control signal means a wire-
less signal that is radiated to and re-
ceived by the ballast for the purpose of
controlling the ballast and putting the
ballast in standby mode.

[74 FR 12075, Mar. 23, 2009, as amended at 75
FR 10966, Mar. 9, 2010; 74 FR 12074, Mar. 23,
2009]

TEST PROCEDURES

§431.323 Materials incorporated by
reference.

(a) General. We incorporate by ref-
erence the following standards into
subpart S of part 431. The material list-
ed has been approved for incorporation
by reference by the Director of the
Federal Register in accordance with 5
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§431.324

U.S.C. 552(a) and 1 CFR part 51. Any
subsequent amendment to a standard
by the standard-setting organization
will not affect the DOE regulations un-
less and until amended by DOE. Mate-
rial is incorporated as it exists on the
date of the approval and a notice of
any change in the material will be pub-
lished in the FEDERAL REGISTER. All
approved material is available for in-
spection at the National Archives and
Records Administration (NARA). For
information on the availability of this
material at NARA, call 202-741-6030 or
go to hitp://www.archives.gov/
federal register/
code of federal regulations/
ibr _locations.html. Also, this material
is available for inspection at U.S. De-
partment of Energy, Office of Energy
Efficiency and Renewable Energy,
Building Technologies Program, 6th
Floor, 950 I’Enfant Plaza, SW., Wash-
ington, DC 20024, 202-586-2945, between 9
a.m. and 4 p.m., Monday through Fri-
day, except Federal holidays, or go to:
hitp://wwwl.eere.energy.gov/buildings/
appliance standards/. Standards can be
obtained from the sources listed below.

(b) ANSI. American National Stand-
ards Institute, 26 W. 43rd Street, 4th
Floor, New York, NY 10036, 212-642-4900,
or go to http:/www.ansi.org.

(1) ANSI (C78.43-2004, Revision and
consolidation of ANSI (C78.1372-1997,

18741997, .1375-1997, .1376-1997, .1377-
1997, .1378-1997, .1379-1997, .1382-1997,
.1384-1997, and  .1650-2003  (‘‘ANSI

C178.43’), American National Standard
for electric lamps: Single-Ended Metal
Halide Lamps, approved May b5, 2004,
IBR approved for §431.322;

(2) ANSI (82.6-2005, Proposed Revi-
sion of ANSI C82.6-1985 (‘‘ANSI C82.6”),
American National Standard for Lamp
Ballasts—Ballasts for High-Intensity
Discharge Lamps—Methods of Meas-
urement, approved February 14, 2005,
IBR approved for §431.322; and §431.324.

(c) NFPA. National Fire Protection
Association, 11 Tracy Drive, Avon, MA
02322, 1-800-344-3555, or go to http:/
www.nfpa.org;

(1) NFPA 70-2002 (‘““NFPA 70”), Na-
tional Electrical Code 2002 Edition, IBR
approved for §431.326;

(2) [Reserved]

(e) UL. Underwriters Laboratories,
Inc., COMM 2000, 1414 Brook Drive,

10 CFR Ch. Il (1-1-13 Edition)

Downers Grove, IL 60515, 1-888-853-3503,
or go to http:/www.ul.com.

(1) UL 1029 (ANSI/UL 1029-2007) (‘UL
1029”’), Standard for Safety High-Inten-
sity-Discharge Lamp Ballasts, 5th edi-
tion, May 25, 1994, which consists of
pages dated May 25, 1994, September 28,
1995, August 3, 1998, February 7, 2001
and December 11, 2007, IBR approved
for §431.326.

(2) [Reserved]

[74 FR 12075, Mar. 23, 2009, as amended at 75
FR 10966, Mar. 9, 2010]

§431.324 Uniform test method for the
measurement of energy efficiency
and standby mode energy consump-
tion of metal halide lamp ballasts.

(a) Scope. This section provides test
procedures for measuring, pursuant to
EPCA, the energy efficiency of metal
halide ballasts.

(b) Testing and Calculations Active
Mode. (1)(i) Test Conditions. The power
supply, ballast test conditions, lamp
position, lamp stabilization, and test
instrumentation shall all conform to
the requirements specified in section
4.0, ““General Conditions for Electrical
Performance Tests,”” of ANSI C82.6 (in-
corporated by reference; see §431.323).
Ambient temperatures for the testing
period shall be maintained at 25 °C 45
°C. Airflow in the room for the testing
period shall be <0.5 meters/second. The
ballast shall be operated until equi-
librium. Lamps used in the test shall
conform to the general requirements in
section 4.4.1 of ANSI C82.6 and be sea-
soned for a minimum of 100 hour prior
to use in ballast tests. Basic lamp sta-
bilization shall conform to the general
requirements in section 4.4.2 of ANSI
C82.6, and stabilization shall be reached
when the lamp’s electrical characteris-
tics vary by no more than 3-percent in
three consecutive 10- to 15-minute in-
tervals measured after the minimum
burning time of 30 minutes. After the
stabilization process has begun, the
lamp shall not be moved or reposi-
tioned until after the testing is com-
plete. In order to avoid heating up the
test ballast during lamp stabilization,
which could cause resistance changes
and result in unrepeatable data, it is
necessary to warm up the lamp on a
standby ballast. This standby ballast
should be a commercial ballast of a
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